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emergency procedures and other duties
outlined in the Fire Safery Plan must be
given to all supervisory staff. Employees
should receive training in the safe use of
portable fire extinguishers and other fire
safety equipment. This would include
instructions on how to activate and reset
the fire alarm system where appropriare.
Staff must be instructed to react quickly

| to a fire emergency. At the same time,
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personal safety must be promoted.

The elected supervisory seaff within
an industrial occupancy is to be notified
by employees in the event any part of
the fire protection system(s) is shutdown
temporarily, at which time the fire
department must be notified by compa-
ny personnel to this effect. In the event
the temporarily shurdowns are in excess
of 24 hours, written notification is for-
warded to the fire deparcment for their
acceptance. The alterative measures are
then implemented as outlined in the fire
safety plan for the areas which are not
being protected such as the fire watch
procedures conducted on the hour, noti-
fication postings placed throughout the
areas not protected and alerting all che
employees within the building. It is a
requirement that all employees are con-
tinually advised who the actual supervi-
sory staff are for the purposes of report-

| ing all fire equipment shutdowns, alert-

ing them of any known fire hazards,
safety risks or threats to life within their
premise, The supervisory staff must be
listed within the fire safery plan and
continually kept current. In the event
the fire protections system(s) are activat-
ed as a resulr of an emergency occurring
in the premise, the supervisory staff is
not permitted to reset or restore any
part of fire protection system(s) unless
authorization is given by the fire depart-
ment.
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M. Fred Baumgartner,
Firepoint  Technologies,
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